Seismic Ultra-sorb Model LV Duct

Figure 1-1:
Ultra-sorb model LV seismic certification option installation in a duct

A matching flange or metal
frame is required on the
ductwork for connection to
the Ultra-sorb flanges.

1/4" Grade 5 bolt,
washers, and nuts.
6" (152 mm) (max)
spacing on both left
and right side of
Ultra-sorb.

1/4" - 20 Self drill/tap sheet metal
screws. 6" (152 mm) (max) spacing on
both top and bottom of Ultra-sorb.

Note:
To avoid damaging the header, screws and drill bits must not penetrate more than 3/4"
(20 mm) into the header assembly. DM-11822
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