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S e i s m i c  Va p o r m i s t  Wa l l  M o u n t

Figure 1-1: 
Vapormist seismic certification option wall mount installation

DM-11823

16" (406 mm)

3" (76 mm)

Mounting hardware to be 
(two) 3/8" DIA grade 2 

minimum bolts with washers, 
lock washers, and nuts. Refer 

to the anchorage details 
supplied by the  Structural 

Engineer of Record.

Vapormist chassis

24" (609 mm)

18.5" (470 mm)




