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NOTES:
1. FOR THREE PHASE SYSTEM, THE THREE PHASE LOAD IS USED AND THIS WIRE IS FACTORY INSTALLED.
/2\ ONLY USED ON THREE PHASE POWER. POWER WIRING
CONTROL CIRCUIT T DI WATER
3. REFER TO HT ELECTRICAL DATA SHEET. WIRING K RELAY/CONTACTOR Y SOLENOID . T, DL WATER,
FIELD WIRING T N SENSOR _ -
—————— Q CIRCUIT BREAKER J JUMPER _ :
OPTIONAL FACTORY S E WATER PROBE BREAK TO EXTERNAL CONNECTIONS DIAGRAM SCALE: /N
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