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NOTES:

1

CONNECT ALL SAFETIES DIRECTLY TO BACnet HUMIDISTAT. FOR DUCT TYPE, MUST PROVIDE 48VAC
FROM TRANSFORMER TO TERMINALS 1 AND 2 ON X02. FOR ROOM TYPE, PUT A JUMPER BETWEEN

1 AND 2 ON THE D—SUB 15 CONNECTOR.

A USE LARGE WIRE NUT OR EQUIVALENT TO CONNECT ALL GROUNDS.

A IF NOT USED, JUMPER THE INPUT TO GROUND.

HUMIDISTAT CONNECTIONS
TO ULTRASONIC
WIRING DIAGRAM

MAT'L:

driSteem @)

SCALE: /N
DRAWN BY: K

DATE: "2/2/22

BAC-2




