20

21

22

23

24

25

26

27

28

29

30

31

32

33

34

35

EARTH GROUND

POWER BLOCK [

VAPORSTREAM ® VLC EVAPORATIVE HUMIDIFIER
100% SSR MOD, 120 VOLT WITH SDU/AREA

WIRING DIAGRAM SHOWS MAXIMUM NUMBER OF STAGES.
YOUR PARTICULAR HUMIDIFIER MAY HAVE LESS.

—INSTALLATION REQUIREMENTS
—EXTERNAL CONNECTIONS
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SAFETY SWITCH
(COVER INTERLOCK)
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DOMESTIC VLC, STANDARD WATER,
SINGLE HEATER, 120 VOLT,
SSR, SDU DIAGRAM
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