DATE | REV | _RECORD DR
11/09| A |[ECH 4973 | JK
; LEGEND K RELAY/CONTACTOR Y SOLENOID 6/12 | B [EC.# 5833 | K
H HEATER N  SENSOR
POWER WIRING Q CIRCUIT BREAKER J  JUMPER
2 -_— S SWITCH E  WATER PROBE
CONTROL CIRCUIT v EGEEMOTOR
3 WIRING
T TRANSFORMER
4
5
6
7
POWER BLOCK
8
o Ly (L2)
10
11 A1
__/\/__
12
13 20
14
10
15
Q17A T15A AUXILIARY
16 801A 000 TRANSFORMER 75VA
O
17 Q17A INTEGRAL 4A 24VAC l
TO T15A =
18
VAPOR-LOGIC 4
19 ||
ﬁH
20
P18
21
CTIM2 501 406A
N 3 MQAZ AUXILLIARY HEAT CONTACTOR 2
801A SWITCH
— (SAFETY
23 CONTACTOR)
CTIM3 503 406A
! () 900 | Hgar coNTACTOR 3
04 ATN_ A2 13 NO 14 NO
25 CTIM4 505 406A
O () HEAT CONTACTOR 4
26 ATN_/ A2
27
28
29
30
NOTES:
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ONLY ADDITIONAL WIRING SHOWN.

USE COPPER CONNECTORS RATED FOR 105°C.
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